2 3 4 o 6 7 10 11 12 13 14 15 16
EWORK DUCT
AS NECESSARY
A
101 CFM
92 CFM NEUTRAL % —
% éNEUTRAL d__ T I
B i 69 CFM
[ = NEUTRAL B
é EW DUCT
43 CFM % 10" DIA.
NEUTRAL
REWORK DUCT ) [
AS NECESSARY
0 biA C
NEW DUCT 86 CFM
6" DIA NEUTRAL
NEW DUCT I \\) I
2'X2" RETURN NEW DUCT 162 CEM 12" DIA.
TYP. 8" DIA NEV'\'/ DUCT! » NEUTRAL EW DUCT - NEW DUCT- P
o pIA 150 CFM ) 6" bIA B DA S NEOESEARY D
EWORK DUCT NEUTRAL N
S NKCESSARY
ANA— 1L /(//
77-CFM —
128 CFM 4 105 CFM 56 CF POSITIV
NEUTRAL NEUTRAL NEUTR i . P — I
AN~ — 3 ANA— // E
ah 63 CFM
POSITIVE x>
|:,| 30><14-; SUPPLY } 20X12 -; } 16X12 SUPPLY } :
DSGXS < RETURN I 18x10 < I 16x10 RETURN : I__
133 CFM i.
T ) < ;e .
B =~ 125 CFM 60 CFM /9;0 CFM ii 152 CFM N
02 CFM NEUTRAL i: NEUTRAL
q NEGATIVE ———a N TRA NwwEUTRAL — A 1N7E2UCTFR|\QL ii o~ G
EW DUCT - EW DUCT
8" DIA 6" DIA. NEW DUCT [
EWORK DUCT 10" DIA.
AS NECESSARY
T jaa '
EWORK DUCT
AS NECESSARY |
I
N OT E NO. DATE DESCRIPTION
REVISIONS
1. ALL ROUND DUCT SHOWN IS FOR AREA SHEET TITLE ]
REFERENCE ONLY. DUCT CAN BE RECTANGULAR HVAC WORK LAYOUT
OF EQUAL AREA BLDG. NO. PROJECT TITLE I
1 RENOVATE B-1C
2. ALL WORK TO BE COMPLETED WITHIN THE SPECIALTY CLINICS
CONSTRUCTION PHASE. THE SYSTEM MUST BE AN B RM FHECED M 2/2011 %
@ ABLE TO CONTINUE TO PROVIDE THE CORRECT DRAWING NUMBER
AIR CHANGES TO THE COMPLETED PHASE(S) 2949
B U | |_D | N G ,I . —|—H | R D l_—LOO R WH I LE THE NEXT PHASE IS IN APPROVED CHIEF, ENGINEERING SERVICE e 1 . 1 [
CONSTRUCTION. e R 4
APPROVED DIRECTOR, VAMC, CANANDAIGUA
3. ALL WORK TO BE COMPLETED OFF-HOURS. L
V.A. MEDICAL CENTER
LOCATION
CANANDAIGUA, NY 14424
2 3 4 o) 6 7 8 9 10 11 e 13 14 ‘ 15 16




